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Reference Codes: CPC Chapter 12, CFC Article 82, NFPA 58

Installation requirements:
Gas piping must be approved and labeled for use with gas.

Non-metallic piping usually “PE” piping which must be joined by a trained person using a
special heat fusing installation method.

Metal gas pipe must be factory wrapped if installed underground. After installation, the metallic
fittings must be coated with an approved primer and spirally wrapped with an approved 10 mil
tape to a minimum thickness of 40 mil. The tape should be no wider than 2 inches. 

The minimum burial depth of  non-metallic piping is 18 inches and 12 inches for metal pipe.
Plastic pipe must also have a minimum18 gauge yellow copper tracer wire installed in the trench
and attached to the pipe. Each end of the wire must extend above finish grade.

Risers coming out of the ground, including prefabricated risers, shall be metallic and wrapped or
coated to a point at least 6 inches above grade. When a riser connects to underground plastic
pipe, the underground horizontal metallic portion of the riser shall extend at least thirty inches
before connecting to the plastic pipe. Metal to plastic pipe must be done by means of an
approved transition fitting or adapter.

Underground metal pipe must be electrically isolated from the rest of the gas system with listed
or approved isolation fittings installed a minimum of 6 inches above grade.

Inspection requirements:
Unless otherwise approved, the entire trench and line must be open and exposed for inspection.

The line must be pressure tested at a minimum of 10 psi for 15 minutes with no drop in pressure. 
Have the line under pressure before the inspector arrives at the site.

Tank Locations:
LP Cylinders are to be located in accordance with the following Figure I.1(a).

Aboveground LP tanks are to be located in accordance with Figure I.1(b)

For Underground LP Tanks, See Information Bulletin IB-202.
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